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INTRODUCTION LETTER 

 
August 7, 2025 

Re: Commissioning Agent Services for DGS C-0403-0087 Ph. 1, Ada S. Georges Dining Hall at Cheyney 
University 

Attn: Cara Desert 

We are pleased to respond and provide a proposal and cost estimate for Commissioning Agent Services 
during the design review and construction phase stages of the Department of General Services Project 
No. DGS C-0403-0087 Ph. 1, Ada S. Georges Dining Hall at Cheyney University. 

Aramark is familiar with the DGS requirements for design and construction and has worked on many 
projects for DGS. Currently, Aramark is providing commissioning services for the Philadelphia Maintenance 
Facility with essentially this same team, and also for the following other DGS projects: District 9 Blair 
County Offices, North Central Secure Treatment Unit, the PA State Police Academy, Penn West CalU 
Science Building, and the Plymouth Meeting – Horsham RC to name a few.  In addition, we provided 
commissioning services to the Fort Indiantown Gap Challenge Academy that included a kitchen and dining 
area.  

Charlie DiFazio is slated as the project manager for this project. Charlie is an energy engineer with over 35 
years’ experience. His home office in Mountville, PA is within 60 miles to the project, allowing for great 
efficiency in travel time and minimizing project expenses. Chris Skalski, P.E., BCxP will provide client 
relationship support and assist with inspections and testing; and Jacob Rourke will support electrical 
commissioning. Additionally, Charlie will be supported by Allison Bailey, P.E. and Reilly Finegan. Most of 
these team members have worked on projects for DGS, and in addition, have performed similar tasks for 
many of our references listed within our response.  
 
We understand from review of provided documents that there are several important project values and 
considerations, and we have provided further details within our project understanding. This project 
involves infrastructure replacement, building repairs, lifecycle updates, and systems and interior upgrades.  
 
We look forward to continuing and strengthening our relationship with the Department of General 
Services. Should you have any questions regarding this proposal, please contact Chris Skalski, Senior 
Manager, directly at 484-368-4180 or via email at skalski-christopher@aramark.com. 

Sincerely, 

 

 
Brian Lee, P.E.  
Vice President, Engineering Solutions  
Authorized Signatory of Aramark Management Services Limited 
Partnership   
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A. CONTRACTOR PRIOR EXPERIENCE 

For more than 40 years, Aramark Engineering Solutions has 
demonstrated proven expertise in developing and implementing energy 
management programs that promote sustainability and conserve energy. 
We bring a customized approach based on the individual drivers of each 
organization. As one of the largest third-party commissioning agents in 
the United States, our unique operational expertise distinguishes our 
service from our competitors. 
 
Our commissioning philosophy is guided by the following three tenets:  

1. Provide a facility that operates to support the program. 

2. Verify systems achieve peak efficiency. 

3. Confirm building infrastructure is readily maintainable by the 
operators. 

 
Our services will further facilitate a seamless transition to the operations 
group and provide a technical resource to support building operations.  
 
Experience At A Glance 

Total Projects Commissioned: 1,200+ 

Total GSF Commissioned: 90+ Million 

Constructed Value of Commissioned Projects: $11.5 Billion 
 
Select Aramark Commissioning Clients 

 

  

 Air Products, Inc. HQ 
 City University of New York 
 Centenary College 
 Drew University 
 Edinboro University 
 Franklin & Marshall College 
 George Washington University 

 Institute for Advanced Study 
 NYS Office of Mental Health 
 Ohio State University 
 Penn State University 
 Princeton University 
 Rutgers, State University of 

New Jersey 

 State of Pennsylvania (PADGS) 
 University of Pittsburgh 
 University of Kentucky 
 University of Pennsylvania 
 Washington College 
 West Chester University 
 West Virginia University 

FACILITIES COMMISSIONED 

 Residential and dining 
halls 
 Large classroom, 

academic, and computer 
facilities 
 Recreation centers  

(athletic & aquatics) 
 Campus & performing 

arts centers 
 Museums, libraries & 

cultural institutions 
 Science, research, 

vivarium, BSL3 and 
laboratory 
 K-12 Schools and 

Campuses 
 Heating, cooling plants 

and major electric 
infrastructure 
 Retro-commissioning of 

existing buildings and 
systems 
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Aramark was selected to commission the M&T Bank Stadium 
Renovation Projects in four phases. For the 2024 phase, projects 
included: 

 Club Level Renovation – Replace all existing mechanical 
equipment on club level, renovate restrooms, and replace all 
finishes / lighting throughout.  

 Suite Level Hallways and Entrances - Replace all existing 
mechanical equipment on suite level hallways and replace all 
finishes / lighting throughout.  

 Chairman Suites – Completely renovate the current press level 
and turn it into suites, a large kitchen, and a lounge space. All 
associated MEP and finishes are included. The new space is 
approximately 30,000 SF. 

 Press Relocation – Relocate the press from the current press 
level to lower suite level. All associated MEP and finishes included. The new space is approximately 
9,000 SF.  

 Miller Lite Building – Replace the tent in the SE corner with a two-story beer hall. First floor will be 
enclosed with glass and the second floor will be an outside rooftop bar. Building is  approximately 
13,000 SF. 
 

SYSTEMS COMMISSIONED: 

The new MEP systems included AHUs, DOAS units, energy recovery modules, make-up air units, air-cooled 
condensing units, VRF systems, heat pumps, ductless split AC units, terminal heaters, pumps, exhaust fans, 
VFDs, DDC Control Systems, lighting controls, emergency generator, automatic transfer switch, chiller 
plant, heating water plant, domestic hot and cold water system, Audio visual systems, and lightning 
protection. 
 

  

MARYLAND STADIUM AUTHORITY 
M&T BANK STADIUM RENOVATIONS 

LOCATION: 

Baltimore, MD 

 
CONTACT: 

Kelly Smulovitz  
Project Manager  
ksmulovitz@mdstad.com 
(410) 812-3947 
 
GROSS SQUARE FEET: 

300,000 
 
PROJECT COST: 

$430 Million 
 

CX SERVICES: 

Submittal Reviews, Installation 
Inspections, Witness Contactor 
Testing, Equipment Start-up 
Witnessing, Pre-functional 
Testing, TAB Review, 
Performance Verification, Training 
Support and Verification, Systems 
Manual, Post Occupancy Review. 
 
ARAMARK FEE: 

$681,819 
 
SCHEDULE: 
January 2024 -December 2026 



Technical Proposal for DGS C-0403-0087 Ph. 1  

 
 
 

Aramark Engineering Solutions 
CONFIDENTIAL AND PROPRIETARY 

6 

COMMISSIONING RESULTS:  

 Equipment Accessibility – Several locations identified with inadequate maintenance accessibility 
for Air terminal unit, fan coil units or air handling unit components. This resulted in a project team 
review and comprehensive walk-through and action plan to address the specific units that needed 
to be relocated and were addressed.  

 Fire Alarm Control Issues – Fire alarm control programming issues that didn’t shut down air 
handling units as required were identified. These issues were reviewed, addressed by fire alarm 
and automatic temperature controls contractor and retested.  

 Air Handling System Diversity & Terminal Unit Airflow Issues - During functional testing and 
opposite season testing greater than 15-20% of terminal units experienced low airflows when 
controlling to air flow and space temperature set points. This resulted in space temperature alarms 
and complaints. The existing air handling unit systems are being reviewing and sizing for system 
diversity factor to address.  

 Space Temp Control Issues were identified during functional testing and opposite season testing 
requiring various action items to address 

 ATC Control Loop Tuning Issues – Several units experienced automatic temperature control loop 
tuning issues that required correction and retesting.  
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Air Products is a world leader in supplying gases and chemicals for 
industrial uses and in the supply of liquefied natural gas process 
technology and equipment. The global headquarters is a place to 
drive innovation of products that improve the environment and 
make their customer’s processes better. Their goal was to create a 
first-class office environment for their employees to enjoy coming 
to work and are proud of what they do.  
 
The project consists of a campus comprised of three major 
components: a 10-story administration building office tower (9 
stories above grade and a basement level), a 130,000 square foot 
Research & Development Building, and a parking garage for 1800 
cars. A Well-Being Center with Fitness Center and outdoor track is 
located on a portion of the upper level of the parking garage. Also, 
there was a kitchen and large dining space. Commissioning was 
incorporated into the project early in the construction phase and 
continued through substantial completion between October and December 2021 and into the Warranty 
phase of 2022 through substantial completion for this phased project. 
 
COMMISSIONING RESULTS:  

From early construction through functional testing and issues resolution as of July 2022, there were a total 
of over 780 commissioning deficiencies noted. 
 
The design review process identified issues related to energy efficiency system operation, thermal 
comfort, and operations and maintenance that were integrated into the construction process. The 
submittal process helped identify discrepancies in submittal conformance with design that were reviewed 
with design team and allowed updates by construction team. A sampling of issues identified are noted 
below.  These issues were proactively identified and communicated with the team using the construction 
manager project software for quick resolution by the construction team.  

 Building envelope issues related to incorrect curtain wall installation; curtain wall testing identified 
remediation of sections and missing panels.  

 HVAC variable air volume box reheat coils were found piped backwards, volume dampers were 
not installed, etc. 

 Hot water boiler plant testing ensured correct sequencing of condensing boilers and pumping. 

AIR PRODUCTS AND CHEMICALS, INC. 
GLOBAL HEADQUARTERS BUILDING 

LOCATION: 

Allentown, PA 
 
GROSS SQUARE FEET: 

460,000 
 
CONSTRUCTION COST: 
$350 Million  
 
CX SERVICES: 

Submittals Review 
Installation Inspections 
Performance Verification 
Operations Training & 
Coordination 
 
CONTACT: 

Mike Clark 
Facility Manager 
Global Headquarters 
Air Products and Chemicals, Inc.  
610 481-2398 
 
ARAMARK FEE: 
$406,904 
 
SCHEDULE: 
2020-2023 
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Aramark commissioned the Houston Hall Market Renovation 
project that completed construction in August 2018 and finalized  
initial commissioning by July 2019. The renovation introduced new 
food vendors, updated seating areas, extended hours, and modern 
ordering options like kiosks and mobile apps, all while preserving 
the historic charm of Houston Hall. 
 
The building systems commissioned included the HVAC System 
(AHU-1, AHU-2, AHU-3, exhaust fans, variable air volume boxes 
(Phoenix valves), glycol preheat system, secondary chilled water 
system, FCUs, the electrical lighting control system, and the 
plumbing domestic hot water system. 
 
The commissioning process started in the design phase in 2017 with 
development of the initial documentation and pre-functional 
walkthrough. Throughout construction, Aramark identified 
installation issues that were brought to the attention of the 
construction team for correction. Aramark conducted functional 
performance testing in August 2018 and opposite season testing in 
March 2019 and held commissioning meetings with the project 
team to resolve issues.  
 
Additionally, Aramark provided commissioning services for the 
ATC project through 2021.  
 
COMMISSIONING RESULTS:  

Some of the higher priority issues and themes found that have a 
great impact on building system operation include the following.  
 

 Air Handling Unit Issues – Ductwork leakage and airflow 
issues are preventing the air handling unit AHU-1 from 
operating correctly in accordance with design. Aramark 
identified the issues through functional testing and 
balancing review to highlight the issues to bring to resolution. A plan was implemented to correct 
system issues with the project team to allow the system to operate correctly.  

 Phoenix VAVs System – Several Phoenix valves are unable to control correctly due to air handling 
unit ductwork leakage and airflow issues preventing the Phoenix valves from having sufficient air 
pressure to operate. A plan was implemented to correct system issues with the project team to 
allow the system to operate correctly. 

 Glycol Preheat System Control Issues – Glycol preheat system temperatures were observed to 
fluctuate frequently with large temperature range swings and causing temperature control issues. 
Control loop tuning is being conducted to resolve the issue.    

 Kitchen Exhaust Fan Operation Issues – Kitchen exhaust fans were observed to be operating 24/7 
and not during per the kitchen operating schedule and thus impacting the make-up air 
requirements from AHU-1. The issue is under review with the construction team to correct.  

 Hot Water Reheat Issues – Several hot water reheat coils had flow issues and there were balancing 
issues during the project from tie-in to the existing hot water system. After bleeding air from coils, 
re-balancing the issues were corrected.  

UNIVERSITY OF PENNSYLVANIA 
HOUSTON MARKET RENOVATIONS AND ATC UPGRADE 

LOCATION: 

Philadelphia, PA 
 
GROSS SQUARE FEET: 

17,000 on 3 Floors 
 
PROJECT COST: 
$15 Million  
 
CX SERVICES: 

Design Review 
SubmittalsReview 
Site Inspections 
Installation Inspections 
Performance Verification 
 
CONTACT: 

Heather Coyne, (215) 573-3917 
 
SCHEDULE: 
2018-2021 



Technical Proposal for DGS C-0403-0087 Ph. 1  

 
 
 

Aramark Engineering Solutions 
CONFIDENTIAL AND PROPRIETARY 

9 

The Department of General Services is renovating the Plymouth 
Meeting Readiness Center and Plymouth Meeting Annex and 
Building 350 at the Biddle Air Guard Base in Horsham, PA.  
 
This project consists of three existing buildings to be renovated on 
two separate campuses approximately 12 miles apart: Plymouth 
Meeting Readiness Center (PMRC) and Plymouth Meeting Annex 
(PMA) at 1046 Belvoir Road Plymouth Meeting, PA 19428, and 
Building 350 on Langley Street at the Biddle Air Guard Base in 
Horsham, PA 19090.  
 
Functional uses of the Horsham building include administrative, 
multi-purpose room, training areas, vehicle storage area, and a 
storage area. Support areas include a locker room and restrooms 
The Plymouth Meeting building will include a kitchen area, drill hall 
& vault areas along with a locker room, restroom, and mechanical 
room.  
 
The Horsham Building is undergoing equipment start-up and 
controls commissioning and will be functionally tested in the near 
future. The Plymouth Meeting Readiness Center is undergoing early 
construction. 
 

Functional performance testing of the HVAC equipment serving 
Horsham Building 350 identified the following: 

 AHU-1 is running in Auto but not making duct static 
pressure setpoint of 1.0" w.c. Static pressure reading 
0.03"and fan speed locked out at 33%. This has a direct 
impact on VAV and max airflow cooling control. 
Recommended final Cx after final AHU balancing. 

 ERV-1 does not have a return air duct smoke detector 
installed but ATC submittals calls for one. 

 Freezstat shuts the unit down and dampers close however 
tied into fire alarm relay (but there is no duct detector). ALC 
to troubleshoot. 

 Return air humidity sensor unreliable, reading a negative 
value. ALC to troubleshoot. 

 Exhaust Fan H-4 ALC is reading 37.4 ppm on CO sensor and 
1.8 ppm on NO2 sensor, however, local monitor reads 0.0 
for both. 

  

LOCATION: 

Plymouth Meeting, PA / Horsham, 
PA 
 
GROSS SQUARE FEET: 

51,000 
 
PROJECT COST: 
$15 Million  
 
CX SERVICES: 

Design Review 
Submittals Review 
Site Inspections 
Installation Inspections 
Performance Verification 
Owner Training 
 
CONTACT: 

Paul M. Artale, RLA 
717-787-5118 
partale@pa.gov 
 
SCHEDULE: 
2023-in progress (est. 2025) 

PENNSYLVANIA DEPARTMENT OF GENERAL SERVICES 
PLYMOUTH MEETING / HORSHAM READINESS CENTERS 
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The 7,945-square-foot, two-story building incorporates an open-
concept floor plan and provides flexible space that can 
accommodate smaller collaborative student group work, individual 
mentoring sessions, and formal classes or lectures, as well as large 
events and presentations. Students can take advantage of a variety 
of collaborative workspaces, spots to connect and state-of-the-art 
technology. There are spaces for students to meet and engage with 
members of the local business community, and office space for the 
director and others associated with the program.   
 
We estimate that costs to remedy the MEP issues after the 
contractors had left would have been $37,160 with an additional 
energy savings of $2,300 resulting in a 1.7- year payback. 
Additional cost savings were realized with the building envelope 
commissioning but were not calculated. 
 
SYSTEMS COMMISSIONED:  

Air handling unit, heating hot water system, VAV terminal units, domestic hot water system, split systems, 
exhaust fans, unit heaters and automatic temperature controls. 
 
Aramark identified 72 issues in construction with meeting code, specification and drawing requirements, 
common practices, and accessibility to date. These items were addressed by the contractors during 
construction and verified by Aramark. Below are a few major issues that Aramark was instrumental in 
identifying and finding solutions: 

 HW Emergency Shutdown – Aramark observed that when testing the HWS Emergency Shutdown, 
the master boiler was powered off, BLR-2 remained powered on. Review of emergency shutdown 
determined the shunt trip breaker was faulty. Emergency shutdown retested with KB of PSU. Both 
boilers turned off and shunt breakers were tripped. Breakers were reset and normal boiler 
operation returned. 

 Ventilation Air Requirements – Aramark found that VAV airflows on several boxes were observed 
at CFM setpoints of zero during occupied times. VAVs were indicated as occupied on the graphics. 
Review of control logic was requested. The control logic was reviewed and was modified to reflect 
non-zero minimums. While the initial monetary savings for this issue was small, the long-term 
benefits are unmeasurable. If the terminal units are allowed to go to a zero minimum during 
occupied time, the required outside ventilation air cannot be provided to the space. Inadequate 
ventilation can lead to increased illness resulting in lost work time, odor complaints, and increased 
unwanted air infiltration. 

PENN STATE UNIVERSITY 
GRAHAM CENTER FOR INNOVATION AND COLLABORATION 

LOCATION: 

York, PA 
 
GROSS SQUARE FEET: 

7,945 
 
PROJECT COST: 
$5 Million  
 
CX SERVICES: 

Design Review 
Installation Inspections 
Performance Verification 
Operations Training 
Building Envelope 
 
CONTACT: 

J. Douglas Wenger 
814-863-9622 
 
SCHEDULE: 
2019-2021 

 

ARAMARK FEE: 
$43,419 
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Aramark was selected to commission several residence halls during 
three phases of this project which set out to dramatically transform 
East Halls, a large residence hall campus at The Pennsylvania State 
University. 
 
This phase of the project - East Halls Phase 2A – included 
renovations of Geary Hall, Sproul, and Johnston Commons. 
 

 Sproul – 74,719 SF 10-story residence hall. 
 Geary – 69,939 SF, 8-story residence hall. 
 Johnston Commons – student common area, including Johnston Commons Café  

 
Improvements were designed to improve the appearance, inside and out. The updated student experience 
includes improved social spaces throughout the buildings, "wet core" shared private bathrooms, and 
movable furniture in the dorm rooms. Building updates include replacement of aging and inefficient 
building systems, renovation of the building envelope, and ADA accessibility improvements. Site work 
included improved pedestrian circulation, ADA accessible pathways and improved landscaping.  
 
The systems that were commissioned included AHUS/Energy recovery systems, building heating hot 
water and chilled water systems, 30% sampling of fan coil units, unit heaters and fintube radiant panels, 
exhaust fans and associated equipment (Dryer MAUs), building management system and automatic 
temperature controls (BMS/ATC) with sequence of operation, testing & balancing, Domestic Water 
Systems, Normal and Emergency Power Systems, Lighting Control System, and witnessing of the Fire 
Alarm and Security System testing. 
 
COMMISSIONING RESULTS:  

Throughout the design, construction, turnover and warranty on the project, Aramark identified 98 issues, 
including the following: 

PENN STATE UNIVERSITY 
EAST HALLS PHASE 2A INCLUDING JOHNSTON COMMONS 

PROJECT LOCATION: 
State College, PA 
 
OWNER/PROJECT CONTACT: 
Rich O’Donald, RA, CDT, CEFP 
(814) 865-1333 
reo100@psu.edu 
 
CX SERVICES: 

Design Review 
Installation Inspections 
Performance Verification 
Operations Training 
 
ARAMARK FEE : 
$86,037 
 
SCHEDULE : 
September 2019-December 2023 
 
GROSS SQUARE FEET: 
290,000 

 

PROJECT COST: 
$54.9 Million 
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 VFD Disconnect - Aramark observed that ACF-015 supply fan VFD was not supplied with an 
integral disconnect. Permanent means of disconnecting power is readily available in direct 
proximity to the fan. This allows an added means of safety to any future work on the fan. 

 Sprinkler Piping over Electrical Equipment – Aramark observed that Sprinkler piping in Sproul 
P005 was installed over electrical equipment. Sprinkler piping was relocated. This greatly reduced 
the chances of any leakage damaging the major electrical equipment in that space. 

 Smoke Detector Installation in the ERUs – Aramark observed that The SD sampling tubes in Geary 
ERU-1 were not of adequate length, Sproul ERU-1 SD was mounted in the top of the unit and 
inaccessible for retesting, and Sproul ERU-2 SD sampling tube was mounted in-line with the 
airstream. Devices were relocated to allow for proper sampling of the ERU airstream and allow for 
PSU maintenance in the future. 

 BAS Graphical Override Locks – Aramark observed that VAV override locks were omitted, Geary 
HWS control override locks on the graphics were linked to Pump Enable when the object 
controlled is for pump speed and override on FCUs were non-functioning.  PSU is now provided 
with a BAS interface that is functional and accurate depicts the equipment under control. 

 ERU Energy Recovery Wheel Control - Aramark observed that Sproul ERU-1 ERW Speed does not 
vary when the BAS is commanded from 10v to 2v. Contractors revised factory wiring issues in the 
internal ERW control. Unit was retested and operation confirmed. 

 
We estimate that costs to remedy the MEP issues after the contractors had left would have been 
$42,582.75. In addition to costs saved during commissioning, Aramark provided value to PSU with items 
that do not have a price tag. This includes accessibility, safety, occupant comfort, and indoor air quality. 
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PENNSYLVANIA DEPARTMENT OF GENERAL SERVICES 
FORT INDIANTOWN GAP NEW  YOUTH CHALLENGE CENTER 

This project consists of a new approximately 15,500 GSF multi-purpose 
facility which will include a gym/multi-purpose area, full-service 
kitchen, restrooms and hand washing stations, a physical exercise 
room, health suite, loading dock and building support and storage 
spaces. It will be located adjacent to the drill field and their living 
quarters, the new facility will serve as the “hub” for the 150 cadets for 
their meals, physical fitness, lectures, graduation, and other public 
events. 
 
SYSTEMS COMMISSIONED: 

 Protective Systems including Fire Suppression and Fire Alarm 
Systems. 

 Plumbing Systems including Domestic Hot Water Systems. 
 Heating, Ventilating, Air Conditioning and Refrigeration Systems 

(HVAC) including Heat Generation, Refrigeration, Ventilation, 
HVAC Control Systems, and Building Management System(s). 

 Electrical Systems including Power Distribution, Lighting, and 
Controls, and Emergency Generator Systems. 

 Communications Systems including Voice/Data and Sound/Video 
Systems. 

 Electronic Safety and Security Systems including Security, Alarm, and Detection Systems. 
 

COMMISSIONING RESULTS: 

Select issues that were identified and successfully resolved include: 

 All RTUs - it was observed in the gas firing cabinet that low voltage control wiring and pressure 
switch poly tubing was in direct contact with burner elements and also the hot flue gas piping. 
Without corrective actions, the internal wiring of the units would have failed causing the units to no 
longer or function or even catch on fire. 

 Independent isolation shutoff valves needed to be added to all gas-fed kitchen equipment 
downstream of the reducers. Properly including the local manual shut-off hand valves per the design 
enables on-site personnel to manual shut-off the gas feed to each individual piece of gas served 
equipment in the kitchen for maintenance and safety purposes. 

 MAU interface was not complete. Interface module needed setup to talk to the hood as the unit was 
not currently under control via the BMS. The corrective actions ensured proper communications with 
the BMS. 

 Control wiring for RTU-5 duct smoke detection and control found never to be landed and shutdown 
sequencing inoperable. Correction of this issue ensures proper operation of the FA and smoke safety 
shutdown system in the need of a life safety event. 

LOCATION: 

Lebanon County, PA 
 

GROSS SQUARE FEET: 

15,500 
 
PROJECT COST: 

$4 Million 
 

CX SERVICES: 

MEP, building envelope, 
building automation review, 
post occupancy analysis, 
HVAC&R technical 
requirements review, 
coordination of testing and 
balancing services 
 
CONTACT: 

Paul Hadginske 
717-787-6482 
phadginske@pa.gov  
 

PROJECT SCHEDULE: 

2021-2023 
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PENNSYLVANIA DEPARTMENT OF GENERAL SERVICES 
NORTH CENTRAL SECURE TREATMENT UNIT – HVAC UPGRADES 

The North Central Secure Treatment Unit is a juvenile justice facility 
on the grounds of Danville State Hospital located in Danville, PA 
and is operated by the Department of Human Services Office of 
Children, Youth, and Families. The Bureau of Juvenile Justice 
Services operates the buildings to provide treatment, care, and 
custody services for adjudicated youth. It includes an Admissions 
Building (male program), Green Building (female program) and 
Reed Building (female program). The Green and Reed buildngs can 
be occupied by 24 residents in each building. All buildings are 
enclosed by security fencing. 

In each Building, the HVAC equipment has reached the end of its 
operational life and is failing.  

Goals of the project: 

 Replace aged and failing equipment. 

 Improve energy efficiency. 

 Provide system redundancy. 

 Improve environmental control, safety, and comfort. 

 Improve the serviceability of the systems. 

 

We have provided comments regarding the design phase and have 
identified 10 items that need to be reviewed. The comments 
include: 

 Aramark found that multiple times it stated that all supply 
air terminals are 250 CFM unless otherwise noted however, 
there was nothing noted. Clarification was requested on how 
the same CFM satisfies all spaces regardless of size, 
occupancy, equipment, and exterior load. 

 The plans for the Green building call for roof mounted 
exhaust fans but the schedules show fans only for the Reed 
building. 

 Duct plans and exhaust fans were not shown for the Reed 
building. 

 All AHUs are scheduled with the same CFM and OA CFM, 
Clarification was requested again on how the same units satisfy all spaces regardless of size, 
occupancy, equipment, and exterior load. 

 The MBH as schedule for the AHU HW coils is not consistent with the CFM, EAT/LAT and GPM 
EWT/LAT scheduled.   

 
 
  

LOCATION: 

Danville, PA 
 
GROSS SQUARE FEET: 

80,027 
 
CX SERVICES: 

Develop Owner’s Project Req, Cx 
Plan, Cx Specs, Functional Test 
Forms, Final Cx Report 
Design Review 
Submittal Reviews 
Site Inspections 
Pre-Fx Checklists 
Functional Testing 
Owner Training 
 
CONTACT: 

Erin M. McCulley, RA,  
LEED AP BD+C  
Department of General Services 
(717) 346-5959   
 
SCHEDULE: 
2023-In progress (est. 2025) 
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B.  PROJECT UNDERSTANDING AND APPROACH 

PROJECT UNDERSTANDING   

Built in 1975, the Ada S. Georges Dining Hall is 49,283 square feet and serves 
as the main kitchen and cafeteria for the campus. It also contains a 
ballroom and space for educational, general use, and storage purposes. 
With the infrastructure mainly original, the condition is in disrepair, 
including the kitchen, HVAC system, lighting, drainage, and back-of-house 
areas. Thus, it is a priority for renovations. ADA compliance, life safety 
code, and security issues outside and throughout the building need to be 
addressed as well. 
 
The project values include: 

 Operational Continuity and Efficiency – Ensure the building remains fully functional during 
construction, with operational needs, including kitchen efficiencies, being met. 

 Address MEP Lifecycle and Operational Requirements – Ensure mechanical, electrical, and 
plumbing systems are updated to meet lifecycle needs and support ongoing operational 
efficiency. 

 Enhance Campus Image and Revitalize Building Purpose – Elevate the 
campus’s appeal by completing critical upgrades and improvements and transforming the 
building into a vibrant student hub.  

 Create Collaborative, Flexible, and Multipurpose Spaces – Design spaces that encourage student 
and faculty collaboration, with adaptable layouts to accommodate events, group work, and 
individual study. The objective is to ensure the spaces meet current needs while being easily 
reconfigured to support future campus endeavors. 

 
The systems to be commissioned are protective systems including fire suppression and fire alarm, 
plumbing systems including domestic hot water systems, HVAC and automatic temperature control 
systems and electrical systems including power distribution, lighting, lighting controls and emergency 
generator systems.  After review of the RFQ and Program Development Study, a general description of 
the systems to be commissioned with our role in addressing project goals and challenges are described 
below. The project values as well as project constraints, risks and opportunities will be incorporated into 
the commissioning program early in design phase in the OPR workshop process.  
 
For protective systems, the building is intended to be fully sprinklered and upgrading the fire alarm system 
as required by code. The fire alarm panel is anticipated to be upgraded prior to the project construction. 
A proprietary request for the fire alarm system has Simplex TFX 4100 panel and equipment.  A fire pump 
is not anticipated to be necessary, but a water flow test will need to be conducted.  
 
For plumbing systems, existing system surveying and evaluation work will be required for existing 
domestic water piping, sanitary and sewer lines and grease traps. Domestic hot water and pumping 
systems are to be provided.  A focus area for this type of facility is controllability of domestic hot water 
for kitchen loads and domestic loads with thermostatic mixing valves and recirc pumps requiring testing. 
 
For HVAC systems, the overall system needs to be evaluated for energy and operational efficiency as well 
as length of remaining operational use. Several components have been recently replaced but overall 
repairs or replacements will need to be determined. Existing ductwork should be scoped to determine if 
cleaning and resealing or replacement is necessary. The existing HVAC systems include but are not limited 
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to central heating hot water boilers, chilled water system, air handling units, exhaust fans, etc. For building 
automation system (BAS) controls, all equipment should be designed to operate with the university’s 
building automation system provider. The BAS system is a proprietary request for Automated Logic 
Building Automation system hardware and software which we are very familiar with from working on many 
other DGS projects.  For this type of facility a small sampling of lessons learned include verifying kitchen 
make-up air controls & integration with the BAS and proper pressurization control with exhaust. It is 
important to have all applicable team members at start-up with the manufacturer’s service representative 
to ensure proper setup and operation, and that will be coordinated in Cx meetings.  For dining spaces we’ll 
need to verify air handling unit operation not only at part load with minimal occupancy but also full 
occupancy and demand-controlled ventilation.  
 
For electrical systems, the existing electrical system is at the end of its use expectancy. All loads, panels, 
switches, transformers, and wiring will need to be surveyed, evaluated, and replaced. There is an existing 
diesel generator.  
 
PROJECT APPROACH 

It is evident that in order to truly assist in the short- and long-term success 
of this project, our commissioning plan requires a unique and varied blend of 
technical, operational, and engineering expertise. The challenges involved in 
the construction of this project focus around:  

1. Project schedule  

2. Complex building systems 

3. Increased integration of systems and components 

4. MEP technical expertise 
5. Project turnover and operations expectations 

We are familiar with these significant challenges through our extensive commissioning, operations 
backgrounds, and experience with capital and operation teams. Our focus is to “bridge the gap” between 
the construction teams, design teams, project management, and operations groups. Our solution to these 
challenges is to develop and integrate a unique commissioning program that will provide collaboration 
between teams, verify that the design intent (installation and performance) is met, establish parameters 
for acceptance of the construction/end users, and integrate turnover/operations smoothly and effectively.  

A summary of the solutions are outlined in the following bullets. 

 Creating partnerships and leading collaboration within the project and construction teams. 
 Providing “on-site” representation to focus and coordinate the commissioning efforts. 
 Coordinating and integrating teams of professionals in supporting corrective actions. 
 Establishing parameters and testing requirements for system acceptance as opposed to 

component acceptance. 
 Exercising the systems throughout operating ranges, safety, and emergency conditions. 

Aramark will develop a program specifically geared towards the Ada S. Georges Dining Hall project at 
Cheyney University. Aramark will work directly for the PADGS and provide an unbiased, objective view of 
the systems installation, operation, and performance. As part of the owner’s building systems 
commissioning process, Aramark will cooperate with and coordinate all commissioning activities with 
the project manager, design professionals, construction manager, and contractors. This process is not to 
take away or reduce the responsibility of the design team or installing contractors, but to provide a finished 
and fully operational product in accordance with design intent.  
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Our scope of services consists of the following focused efforts: 

PROFESSIONAL COMMISSIONING SERVICES – PHASE APPROACH 

DESIGN REVIEW PHASE 

Regarding anticipated schedule the design for this project is nearing completion. Commissioning on-
boarding and Owner’s Project Requirements development will occur in the 3rd quarter of 2025. The design 
kickoff is scheduled for 3rd quarter of 2025 progressing through 1st or 2nd quarter of 2026 for design 
completion. Construction is scheduled to start the 3rd or 4th quarter of 2026 progressing through the 3rd 
or 4th quarter of 2027 for completion. The commissioning team leader will develop, organize, implement, 
observe, document, and lead the commissioning effort in a manner that furthers the success of the project. 
This effort will not only minimize the impact on project schedule but also promote efficient system startup 
and turnover. A summary of activities in this phase consists of: 

A. Owner’s Project Requirements (OPR) –Working with the DGS Design Project Manager, Design 
Professional, and the Client Agency facilities maintenance staff conduct an OPR workshop by October 
2025 to finalize the project goals, measurable performance criteria, cost considerations, benchmarks, 
success criteria, and supporting information.  Provide descriptions of the following:  a) primary purpose 
of Project, b) environmental and sustainability goals, c) energy efficiency goals, d) indoor 
environmental quality requirements, e) desired equipment/system quality, reliability, and maintenance 
requirements, f) facility operation and maintenance requirements including requisite personnel training 
and orientation.  

B. Commissioning Plan (Cx Plan) – Provide written document that outlines the overall process, 
organization, responsibilities, schedule, allocation of resources, and documentation requirements of 
the Commissioning Process to verify and document that the design, construction, and operation of the 
facility meet the Owner’s Project Requirements (OPR).   

C. Design Review – Provide a review and comments of the Professional’s design documents and Basis of 
Design (BoD) narrative for compliance with the Owner’s Project Requirements. Design review includes 
a back-check of Commissioning Design Review Comments at subsequent Design Submission. 
Participate in each Design Submission review meeting and attend one virtual team meeting per month 
through Design. 

D. Commissioning Specifications – Provide Commissioning Specifications for all systems/assemblies 
being commissioned for inclusion within the Project Construction Documents. 
 

CONSTRUCTION PHASE   

A pivotal aspect of our commissioning program is enabling team reviews and inspections of the systems 
in their area of expertise (i.e., mechanical, electrical, and plumbing). Deficiencies and outstanding issues 
are documented in the commissioning database. The intent of the database is to generate a 
comprehensive list for the project manager to distribute to the design and construction teams for response 
and action. Subsequent to each focused inspection, a progress report will be issued detailing the 
deficiencies, resolution actions, and status of each item. We will maintain a current status for each item on 
the deficiency list as well as document the resolution actions in the final report. The commissioning team 
leader will act as the point person and bring up issues to the construction and design teams. The focus of 
the construction installation phase will include the following: 

a. Submittal Review – Identify and review Contractor submittals applicable to systems/assemblies 
being commissioned. Identify issues that might result in rework or change orders. Verify the 
following: a) conformance with Owner’s Project Requirements (OPR) and Basis of Design (BoD), b) 
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achievement of operations and maintenance requirements, c) enablement of performance testing. 
All submittal reviews and correspondence must take place in eBuilder. 

b. Job Construction Meetings – CxA shall attend regular job construction meetings as necessary to 
ensure the systems are properly installed, operated, and tested, and are functioning correctly to meet 
the design intent. Commissioning agent shall report on key activities, discuss findings or coordinate 
inspection times with Construction project team at each meeting. Bi-weekly one (1) hour meetings 
during the construction process are assumed.  

c. Commissioning Meetings – CxA shall hold regularly scheduled jobsite Commissioning Meetings with 
all project stakeholders to review important aspects of equipment, HVAC system, and Controls 
System installation. Review and document necessary installation details, system testing procedures, 
and documentation requirements. Keep meeting minutes and include in the Cx Report.  Separate Cx 
meetings are assumed in the last four (4) to six (6) months of construction and recommend following 
the construction meeting with applicable Cx team members available. 

d. Construction Observation and Testing – Verify that the performance of the systems/assemblies 
being commissioned, as installed, meet the Owner’s Project Requirements (OPR), Sustainability 
Criteria, Basis of Design (BoD), and Contract Documents. Furnish test procedures and checklists prior 
to equipment installation. Produce a pre-functional test for each test. Test procedures shall list the 
entities responsible for executing each test. Provide installation inspections. Direct, witness, and 
document tests. Evaluate test results and verify that installed systems/assemblies meet the criteria 
for the Project. 

e. Issues and Resolution Log – Develop a commissioning issues log containing open and continuing 
items, status, and name of person/organization responsible for resolution.  Utilize our commissioning 
management software CxAlloy for issues and resolution logs and upload PDF files to eBuilder. 

f. Systems Manual – During the design and construction of the project, the design and construction 
documents should be assembled into the systems manual. This assembly of documents provides the 
details and history of the design and construction of the building and information needed to properly 
operate the building. The systems manual should be formatted in such a way that it can be updated 
throughout the life of the building as systems are modified, replaced, or updated. The systems manual 
includes the final OPR; final BOD; construction record document; approved submittals; completed 
startup checklists, verification checklists, functional and performance checklists; all settings 
documentation; all calibration forms; all programming documentation; verified sequence of 
operation; a facility guide; all training records; and the commissioning report. The Systems Manual 
should be used in the initial and subsequent training of the building operations staff and occupants 
and be used throughout the life of the building. 

g. Pre-Functional and Functional Performance Testing – Confirm (but not necessarily witness) 
manufacturer’s startup of individual equipment components (Pre-Functional Performance Testing). 
Write, direct completion of, witness, and document full Functional Performance Testing of each 
system and system component. Confirm proper operation of all control sequences for each season 
operation. Document in Cx Report. 

h. Training Plans and Records – Review, pre-approve, and verify training of the Client Agency 
personnel by the Contractor, to operate and maintain systems/assemblies being commissioned. 
Include training plan, training materials, and records in final Systems Manual. 

i. End of Warranty Cx Report – Provide post-occupancy operation commissioning, including 
incomplete, delayed, and seasonal testing, as well as warranty issues. Post-occupancy operations 
shall begin at Substantial Completion and shall continue through to the end of the warranty period.  



Technical Proposal for DGS C-0403-0087 Ph. 1  

 
 
 

Aramark Engineering Solutions 
CONFIDENTIAL AND PROPRIETARY 

19 

j. Preliminary and Final Cx Report – A preliminary commissioning report should be prepared that 
shows the commissioning progress and equipment performance to date at the time the Certificate 
of Occupancy is issued. At the completion of the project the final commissioning report should be 
assembled and provided to the owner and others as required by the OPR and local jurisdiction 
requirements. This report includes the final commissioning plan, copy of design and submittal 
review reports, all startup, inspection, verification, functional and performance test forms and 
reports, the verified sequence of operation, the final Issues and Resolutions log, and summary of 
the performance of commissioned systems. 
 

SYSTEMS TO BE COMMISSIONED 

 Protective Systems, including 
− Fire Suppression 
− Fire Alarm Systems 

 Heating, Ventilating, Air Conditioning and Refrigeration Systems (HVAC) Systems, including: 
− Heat Generation  
− Refrigeration  
− Ventilation  
− HVAC Control 

 Electrical Systems, including: 
− Power Distribution 
− Lighting  
− Control Systems 
− Emergency Generator Systems 

 Plumbing systems, including: 
− Domestic Hot Water Systems 

 

C.  GEOGRAPHIC LOCATION 

The distance to the job site of our proposed staff is noted below. Please note that Allison Bailey will not 
need to be on site at the project.  
 

 Chris Skalski, Harleysville, PA – 37 miles 

 Charles DiFazio, Mountville, PA – 55 miles 

 Jacob Rourke, Centre Hall, PA – 164 miles 

 Reilly Finegan, Philadelphia, PA – 30 miles 
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D.  PROJECT WORK PLAN 

I. Schedule of Milestones 
 

DESIGN REVIEW PHASE – SEPTEMBER 2025 – JULY 2026 

 Conduct Owner’s Project Requirements (OPR) workshop and develop OPR. 

 Develop and provide the Cx Plan. 

 Conduct Design reviews 

 Provide Cx specifications 

CONSTRUCTION PHASE – DECEMBER 2026 – FEBRUARY 2028 

 Perform submittals review. 

 Conduct Cx kick-off meeting with contractors. 

 Attend construction meetings. 

 Hold regular commissioning meetings and provide meeting minutes. 

 Develop pre-functional test forms and provide to contractors. 

 Conduct construction observation and testing. 

 Develop and maintain issues and resolution log. 

 Witness start-up of Cx systems. 

 Perform functional performance testing of Cx systems. 

 Develop and deliver Systems Manual. 

 Review, pre-approve and verity training of personnel. 

 Develop Preliminary Cx Report 

ACCEPTANCE PHASE – FEBRUARY 2028 – AUGUST 2028 

 Develop End of Warranty Cx report. 

 Develop Final Cx report. 

 

II. Indicate all resources need to complete the assignment including staff assignments, 
consultants, and reimbursements.   

Aramark will perform all commissioning activities with its own personnel.  Staff assignments are 
indicated in the organizational chart.  Reimbursements will be submitted for mileage only which 
is detailed in Section C above. 

 
III. Note inefficiencies or risks to successful implementation, and any planning efforts to mitigate 

issues such as travel distance, schedule conflicts and required coordination.  

Aramark has no scheduling conflicts associated with performing the commissioning requirements 
of this project.  
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IV. Indicate the anticipated number of hours required for completion of the work described in 
the Scope of Work (Attachment A).  See financial proposal for further task breakdown. 
 
A. Design Phase (OPR, Cx Plan, Design Meetings): 86 hours 

B. Construction Phase: 394 hours 

1) Construction and Cx meetings: 70 hours 

2) Cx documentation (Submittals, Issues list, PFT checklist, FT forms): 120 hours 

3) Site work (Installation observation, PFT verification, FT): 204 hours 

C. Training Phase (Training coordination): 12 hours 

D. Warranty Phase (Opposite season testing, post-occupancy warranty review): 12 hours 

E. Final Documentation (Preliminary and Final Cx report, Systems Manual): 36 hours 
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E.  PROJECT PERSONNEL AND QUALIFICATIONS 

All of Aramark’s engagements rely on our experienced professional staff to function as the catalyst for the 
success of the overall program. Our staffing strategy for managing this relationship expertly and efficiently 
is straightforward: 

 
 Provide PADGS with a qualified 

commissioning agent to lead the overall 
program and serve as the primary 
contact person.  

 Support PADGS with a core technical 
team comprised of individuals with the 
requisite technical experience and skill 
sets. 

 Provide experienced “quality assurance” 
resources to verify that the highest level 
of quality services is provided. 

 
The success of our approach has always been the quality and 
consistency of our senior leadership as well as the professionals that 
comprise the core technical team. The organizational chart illustrates 
the proposed team for this engagement. Biographies including 
experience with similar projects as well as overall expertise are 
included on the next pages. 
 
Although the proposed staff will have primary responsibility for the 
proposed engagement, any of the more than 85 technical 
professionals within the Engineering Solutions group will be made 
available to PADGS if their skills, expertise, and/or availability will add 
incremental value to this engagement. 
 
PROPOSED STAFF HIGHLIGHTS 
 

Chris Skalski, P.E., BCxP  Charlie DiFazio   

 21.5 years’ experience 
 Professional Engineer (PA) 
 LEED AP 
 Building Cx Professional 
 21.5 years with Aramark 

 
 35 years’ experience 
 Electrical Engineer 
 .5 years with Aramark 

 

 

    

Allison Bailey, P.E.  Jacob Rourke  Reilly Finegan 

 28 years’ experience 
 Mechanical Engineer 
 Professional Engineer 
 16.75 years with Aramark 

 
 7 years’ experience 
 Energy Engineer 
 NABCEP PVA Certified 
 1.2 years with Aramark 

 
 Mechanical Engineer 
 15 Cx Projects 
 2.5 years with Aramark 

    

 



Technical Proposal for DGS C-0403-0087 Ph. 1  

 
 
 

Aramark Engineering Solutions 
CONFIDENTIAL AND PROPRIETARY 

23 

CHARLIE DIFAZIO 
Cx Engineer 
Aramark Engineering 
Solutions 
 
EDUCATION 

Penn State University 
Bachelor of Science   
Electrical Engineering 
 
 
 

  
 

Mr. DiFazio is a recent addition to the ES Team. He is an electrical engineer 
with over 35 years of extensive experience in engineering and sales of 
HVAC systems, building controls, industrial refrigeration, lighting, energy 
engineering, commissioning, recommissioning, project management, and 
rebate optimization. He also has experience providing support and 
recommendations for LEED and Energy Star projects. 
 
On behalf of Aramark, Charlie provides professional commissioning 
services to various clients in the Eastern region.  
 
Prior to Aramark and for the past twelve years, Charlie was the owner / 
engineer an energy and controls solutions company where he provided 
commissioning and retro-commissioning for HVAC, refrigeration, and 
controls projects to ensure proper design, implementation, and final 
system functionality, with a focus on maximizing energy savings. In 
addition, Charlie was engaged with energy engineering, including building 
energy systems audits and in-depth energy savings calculations.  
 
Before owning his own business, Charlie was an Energy System Specialist 
where he provided engineering expertise for both internal and external 
customers including support for HVAC systems, BAS controls, 
refrigeration, and energy engineering calculations. He also performed 
recommissioning, chiller plant, and engineering studies to provide 
customer energy and cost savings and commissioning for Performance 
Contracting projects to ensure functionality and guaranteed energy 
savings. 
 
PROJECT EXPERIENCE: 

Access Commercial Development – Citylight Church 
George Washington University – University Student Center Retro-
commissioning Support 
University of Maryland 

− Barry Gossett Basketball Facility 
− Stanley Zupnik Hall 

University of Pennsylvania – Student Performing Arts Center 
 
PROJECT EXPERIENCE WITH PREVIOUS FIRMS: 

− JC Penney Corporate Headquarters: 1.2 MSF, Thermal Storage Ice 
Plant, Chiller Plant, BAS, Programming And Commissioning. 

− City of Brooklyn Park, MN Ice Arena: Engineer Design, BAS, 
Engineering and Commissioning. 

− PP&L & Corporate Headquarters: Chiller Plant Design and 
Commissioning. 

− Parkland High School: HVAC & BAS Design and Commissioning. 
− EDS Corporate Headquarters: Commissioning. 
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ALLISON BAILEY, P.E. 
Senior Manager 
Aramark Engineering 
Solutions 
 
TOTAL GSF  
COMMISSIONED 

10 Million 
 
TOTAL COMMISSIONING 
PROJECTS 

56  
 
EDUCATION 

Ohio State University  
Bachelor of Science 
Mechanical Engineering 
 
CERTIFICATIONS 

Professional Engineer  
(States of OH and WV) 

OSHA 10 

Ms. Bailey is a mechanical engineer who possesses more than 28 years of 
experience in HVAC design, DDC control programming, HVAC system 
troubleshooting, project management, and project coordination. 
 
On behalf of Aramark, Ms. Bailey is a member of our building commissioning 
team, providing commissioning services for various educational institutions 
throughout the U.S., including Ohio State University, Baylor University, 
University of Kentucky, Oberlin College, Edinboro University, Millikin 
University, and the University of Pittsburgh. Currently, Allison supports 
commissioning programs throughout the region and is involved in all design 
reviews as the design lead and mechanical systems reviewer. She is also 
project manager for the new Twin Valley Behavioral Health Hospital in 
central Ohio. Allison performs over 40 design reviews per year and has 
most recently reviewed multiple projects for Nemours, renovations at M&T 
Bank Stadium and various other projects for Penn State University. 
 
Prior to joining Aramark, Ms. Bailey worked as a mechanical engineer for 
MKC Associates where she was a project engineer for HVAC systems for 
new and existing buildings with an HVAC construction budget ranging from 
$1K - $5.6M. She was responsible for meeting with clients to present design 
ideas and to discuss system expectations. She was responsible for the 
coordination of HVAC systems design with all disciplines, including 
architectural, structural, electrical, plumbing, and technology. Ms. Bailey 
was also responsible for the installation, maintenance, and upgrade of 
HVAC computer software. She completed projects on time and under 
budget. 
 
COMMISSIONING AGENT EXPERIENCE: 

Baylor University 
− McLane Football Stadium - $260M, 860K GSF on 93 Acres Williams 

Soccer 
− Rosenbalm Fountain 
− Penland Dormitory – $19M, 96K GSF 
− Hankamer Cashion - $26M, 164K GSF 
− Foster Business School – $100M, 275K GSF 

Children’s Hospital of Pittsburgh – John G. Rangos Research Ctr. – 
$150M, 250K GSF 
The Ohio State University   

− South High Rise – Renovations/Additions – $172M, 583K GSF 
− Biomedical Research Tower – $36M, 100K GSF 

University of Kentucky – 90 Dining - $32M, 80K GSF 
Twin Valley Behavioral Healthcare - $88.7M, 285K GSF 
University of Pittsburgh 

− Benedum Hall – LEED Registered – $40M, 180K GSF 
− Medical Center – Clinical and Research – $17M, 30K GSF 

New York State Office of Mental Health South Beach Psychiatric Center 
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JACOB ROURKE 
Engineering Manager 
Aramark Engineering 
Solutions 
 
TOTAL NUMBER OF 
PROJECTS 

20+ 
 
TOTAL GSF  
COMMISSIONED 

1 Million+ 
 

EDUCATION 

Penn State University  
Bachelor of Science 
Energy Engineering  
 
CERTIFICATIONS 

NABCEP PVA 

OSHA 10 

Mr. Rourke brings seven years of experience in supporting electrical 
design, commissioning, and construction for commercial, pharmaceutical, 
and industrial sectors. On behalf of Aramark, Jacob is a member of our 
building commissioning team where he supports clients primarily in our 
East Region.  
 
Prior to Aramark, he worked as an Electrical Engineer for Barton 
Associates where he supported the design of low and medium voltage 
distribution and specialty systems, including but not limited to solar, 
power generation, utility interconnections, and life safety. He performed 
site inspections and construction coordination, as well as advising clients 
on alternative energy and systems options available to them including 
federal and local incentives. 
 
Prior to Mr. Rourke’s tenure with Barton Associates he was an Electrical 
Engineer for Genesis Engineering.  He supported pharmaceutical and 
healthcare facilities where he designed low voltage electrical and 
specialty systems. Mr. Rourke was also responsible for power, life safety 
systems, telecommunications, and lighting concept design. 
 
COMMISSIONING AGENT AND DESIGN REVIEW EXPRIENCE: 

Penn State University 
- College of Engineering, West 1 
- Susan Welsh Liberal Arts Building 
- Nursing Building 
- Harrisburg ALC & Chiller Plant 

Penn State Health  
- Chiller 8&9 
- AC-10 & 11 

Nemours Children’s Health 
- 5W Moseley Institute Inpatient Unit  
- 3CE Moseley Institute Outpatient Unit 
- Administration & Research Building MEP systems upgrade 

UPENN  
- Amy Guthman Hall 
- College Hall  

York Wellspan Hospital   
PADGS Holidaysburg Veterans Home 
University of Maryland 
- Barry Gossett Basketball Facility 
- Stanley Zupnik Hall 
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REILLY FINEGAN 
Cx Manager 
Aramark Engineering  
Solutions 
 
TOTAL COMMISSIONING 
PROJECTS 

10 
 
EDUCATION 

Drexel University 
Bachelor of Science   
Mechanical Engineering 
Concentrations in  
Aerospace and Energy 
 
CERTIFICATION 

OSHA 10 
 

Ms. Finegan is a mechanical engineer and Commissioning Manager for 
Aramark Engineering Solutions where she provides building 
commissioning services to various projects and clients in the Northeast 
Region. Currently, she is providing support at the University of 
Pennsylvania and Nemours Children’s Hospital on multiple projects.  
 
Prior to Aramark, Ms. Finegan worked as a mechanical engineer at the 
Philadelphia Water Department managing and documenting contractor 
work. At Premier Medical, Ms. Finegan’s role was updating CAD drawings 
and tensile testing packaging materials. Ms. Finegan also worked at WuXi 
AppTec overseeing lab equipment installations and calibrations as well as 
updating redline drawings of building systems. 

 
COMMISSIONING PROJECT EXPERIENCE: 

Nemours Children’s Hospital  
- 2CN NICU Phase 2 
- 3CE Moseley Institute Outpatient (in Design) – 20K GSF 
- 5W Moseley Institute Inpatient (in Design) – 28K GSF 
- ED Behavioral Health 
- Administration and Office Building Fitout (in Construction) – 148K GSF 
- Malvern Specialty Care Center 
- Administration & Research Building, 148K GSF 

University of Pennsylvania 
- Moore Laboratory 308 
- Stouffer Renovation 
- Silverman Building 
- Laboratory for Research on the Structure of Matter 
- Graduate School of Education 
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CHRIS SKALSKI, P.E.,  
LEED AP, BCxP 
Sr. Manager, Commissioning 
Aramark Engineering 
Solutions 
 
TOTAL GSF  
COMMISSIONED 

8 Million 
 
TOTAL COMMISSIONING 
PROJECTS 

60 Project Manager 
50 Cx Agent 
 
EDUCATION 

Pennsylvania State University  
Bachelor of Science 
Mechanical Engineering 

Bloomsburg University 
Bachelor of Arts 
Physics 
 
CERTIFICATIONS 

Professional Engineer  
(State of PA) 

LEED Accredited Professional 

Building Commissioning 
Professional 

OSHA 10 

  

Mr. Skalski is a Professional Engineer and LEED Accredited Professional 
with 21 years of experience as a building commissioning agent, including 
extensive experience in HVAC and Plumbing systems design, building 
automation, and DDC systems. On behalf of Aramark, Mr. Skalski is the 
commissioning team leader for several of Aramark’s higher education and 
healthcare clients. His responsibilities include engineering design reviews, 
installation quality assurance, pre-functional/performance testing, 
initiation of corrective actions, and operator training. 
 
Mr. Skalski previously served as the commissioning team leader for such 
LEED projects as University of Pennsylvania Stemmler Laboratory 
Renovations, Neural and Behavioral Sciences Building, Horticulture Center 
at the Morris Arboretum, Aramark Headquarters Tenant Improvement, 
Neumann University Center for Sport, Spirituality and Character 
Development, Pennsylvania State University (PSU) CBEI Navy Yard 
Building 661, 7R, PSU Berks campus classroom laboratory building, and 
Franklin and Marshall College New College House dormitories. 
 
Additionally, Mr. Skalski serves as a member of our facility condition 
assessment team focusing on HVAC and control systems. His experience 
includes participating in strategic master plans for campus utilities at 
various higher education institutions. 
 
COMMISSIONING PROJECT MANAGER EXPERIENCE: 

Aramark Headquarters Tenant Improvement 2400 Market Street, 
Philadelphia, PA 19103 Core and Shell - $100M, 280K GSF 
Air Products Global Headquarters, Allentown, PA – Administration building, 
Research & Development Building, Central Utility Plant, Parking Garage – 
$300M+, 700K+ GSF 
Bloomsburg University – Hartline Science Center Renovation – $8M, 73K 
GSF 
Nemours Children’s Health 

− ARB Mechanical and Electrical Concept 
− Malvern Specialty Center, 77K GSF 
− Emergency Department Behavioral Health Rooms – $8.5M, 2K GSF 
− 5W Moseley Institute Inpatient (in Design) – 28K GSF 
− 3CE Moseley Institute Outpatient (in Design) – 20K GSF 

PA DGS – West Chester University  
− Mitchell Hall Renovation – $8M, 38K GSF 
− Academic Classroom and Office Complex – $14.4M, 100K GSF 
− Student Recreation Center – $21M, 72K GS 

Penn State University 
− School of Arch. and Landscape Design – LEED Gold – $27M, 111K 

GSF 
− EEB Hub Philadelphia Navy Yard, Building 661, 7R – Pursuing LEED 

Gold, $25M, 60k GSF 
− Worthington Scranton – Business Classroom – LEED Certified – 

$2.5M, 9K GSF 
Saint Gobain North American Headquarters Retro-commissioning, 
Malvern, PA – 286K GSF 
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