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DATE: June 18, 2025

DEPARTMENT OF GENERAL SERVICES
BUREAU OF CAPITAL PROJECT DESIGN MANAGEMENT

1800  HERR STREET
HARRISBURG, PENNSYLVANIA

ADDENDUM NO.  4

on

PROJECT NO. DGS C-0573-0033 PHASE 001
PROJECT TITLE - SCI Camp Hill - Door Control Renovations
PROFESSIONAL:
G I Forstater dba Professional Systems Engineering, LLC
1010 Church Road
Lansdale, Pennsylvania, 19446

If you submitted a bid prior to this Addendum being issued, your bid has been discarded and you 
must re-submit your bid(s) prior to the bid opening date and time.  

ADMINISTRATIVE CHANGES – ALL CONTRACTS
         Item 1 -     See below.

SPECIFICATION CHANGES – ALL CONTRACTS
         Item 1 -   See below.

DRAWING CHANGES – ALL CONTRACTS
         Item 1 -   N/A

GENERAL CHANGES – ALL CONTRACTS
         Item 1 -   Requests for additional approved equal products shall be considered after project award. 
The Design Professional takes no exception to the use of alternate PLC and I/O manufactures that meet the 
requirements of the project, however, the Contractor shall follow the DGS General Conditions to the Construction 
Contract Subsection 9.5 for Standards of Quality. STANDARDS OF QUALITY.  Where trade names, catalog number 
and manufacturers of material or equipment are specified, they are mentioned for the purpose of establishing a 
standard of quality, performance, and appearance, and for establishing a standard for competitive bidding. If the 
Contractor wishes to utilize material or equipment that they believe is of the same type, but manufactured by others 
than those named in the specifications, the Contractor shall certify that the material or the equipment is equal in 
quality, performance and appearance to that mentioned in the specifications. The Contractor shall submit to the 
Professional and the Department, subsequent to the Award of Contract, a request to install such material or equipment. 
The Contractor's request shall include a comprehensive description of the material or equipment proposed to be 
utilized as an equal, including engineering, construction, and dimension and performance data. Within thirty (30) days 
after receipt of the Contractor's request, the Professional will render a determination to the Contractor, which is final. 
If the Contractor refuses or fails to proceed in accordance with the Professional’s determination, the Department may 
issue cure or non-conformance notices and/or declare the Contractor in default.
 
         Item 2 -   Contractor Laydown area located on Bituminous Patrol Road near the gravel pull off area by the Rear 
Sallyport. Project Trailers to be located east of Tower T-6 on Bituminous Patrol Road. 
         Item 3 -   Existing intercom wiring as follows:
HU E, HU F, HU I, HU N, and HU O - 2 Conductor 18 gauge shielded cable
Building 3 and Building 17 - 3 Conductor shielded cable
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HU P - 4 Conductor 22 gauge shielded cable
HU G, HU H, HU J, HU K, HU L, and HU R - 4 Conductor 22 gauge shielded cable 


