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DATE: June 27, 2025

DEPARTMENT OF GENERAL SERVICES
BUREAU OF CAPITAL PROJECT DESIGN MANAGEMENT

1800  HERR STREET
HARRISBURG, PENNSYLVANIA

ADDENDUM NO.  6

on

PROJECT NO. DGS C-0573-0033 PHASE 001
PROJECT TITLE - SCI Camp Hill - Door Control Renovations
PROFESSIONAL:
G I Forstater dba Professional Systems Engineering, LLC
1010 Church Road
Lansdale, Pennsylvania, 19446

If you submitted a bid prior to this Addendum being issued, your bid has been discarded and you 
must re-submit your bid(s) prior to the bid opening date and time.  

1. Administrative Changes - All Contracts
2. Specification Changes - All Contracts
3. Drawing Changes - All Contracts
ADMINISTRATIVE CHANGES – ALL CONTRACTS
         Item 1 -  N/A.

SPECIFICATION CHANGES – ALL CONTRACTS
         Item 1 -  N/A.

DRAWING CHANGES – ALL CONTRACTS 

         Item 1 -   EP-100 – Electrical Power – Site Plan, Key Note 2 shall be revised to say "CONTRACTOR SHALL 
PROVIDE (1) 4" CONDUIT UNDERGROUND FOR NEW FIBER OPTIC CABLING PROVIDED BY DIVISION 
28 CONTRACTOR.  THE CONDUIT SHALL TERMINATE AT EACH BUILDING WITH-IN CONTROL AREA 
OF EACH BUILDING.  PROVIDE TRENCHING, BACKFILLING, AND FINISHING AS SHOWN ON DETAIL 
SHEET EP-300. WHERE CONDUIT PASSES UNDER A FENCELINE, CONTRACTOR SHALL BORE UNDER 
FENCE TO ENSURE NO DISTURBANCE TO EXISTING FENCELINE." 

         Item 2 -   EP-100 – Electrical Power – Site Plan, Key Note 3 shall be revised to say "CONTRACTOR SHALL 
PROVIDE (1) - 4" CONDUIT UNDERGROUND FOR NEW FIBER OPTIC CABLING PROVIDED BY DIVISION 
28 CONTRACTOR.  THE CONDUIT SHALL TERMINATE AT EACH MANHOLE.  PROVIDE TRENCHING, 
BACKFILLING,  AND FINISHING AS SHOWN ON DETAIL SHEET EP-300. WHERE CONDUIT PASSES 
UNDER A FENCELINE, CONTRACTOR SHALL BORE UNDER FENCE TO ENSURE NO DISTURBANCE TO 
EXISTING FENCELINE."

         Item 3 -   EP-100 – Electrical Power – Site Plan, Key Note 5 shall be revised to say " CONTRACTOR SHALL 
PROVIDE (1) - 2" CONDUIT OVERHEAD FOR NEW FIBER OPTIC CABLING PROVIDED BY DIVISION 28 
CONTRACTOR.  EXISTING UNDERGROUND CONDUIT FROM EXISTNG MANHOLE TO MAINTANENCE 
BUILDING SHALL BE USED FOR NEW FIBER.  NEW OVERHEAD CONDUIT SHALL BE RAN FROM 
TERMINATION POINT WITHIN THE MAINTENANCE BUILDING TO EXISTING MOTOR ROOM AS 
SHOWN.  CONTRACTOR IS RESPONSIBLE FOR ANY ADDITIONAL FASTENERS, HANGERS, JUNCTION 
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BOXES, ETC. AS REQUIRED.   ANY WALL PENETRATIONS SHALL BE SEALED AS PER 
SPECIFICATIONS.  FIELD VERIFY EXACT LOCATION OF EXISTING UNDERGROUND CONDUITS 
RUNNING TO HOUSING UNIT 'P'."

         Item 4 -   EP-100 – Electrical Power – Site Plan, Key Note 6 shall be revised to say " CONTRACTOR SHALL 
PROVIDE (1) - 2" CONDUIT OVERHEAD FOR NEW FIBER OPTIC CABLING PROVIDED BY DIVISION 28 
CONTRACTOR.  EXISTING UNDERGROUND CONDUIT FROM EXISTNG MANHOLE TO MAINTANENCE 
BUILDING SHALL BE USED FOR NEW FIBER.  NEW OVERHEAD CONDUIT SHALL BE RAN FROM 
TERMINATION POINT WITHIN THE MAINTENANCE BUILDING, TO EXISTING MAINTENANCE OFFICES 
AS SHOWN.  CONTRACTOR IS RESPONSIBLE FOR ANY ADDITIONAL FASTENERS, HANGERS, 
JUNCTION BOXES, ETC. AS REQUIRED.   ANY WALL PENETRATIONS SHALL BE SEALED AS PER 
SPECIFICATIONS.  FIELD VERIFY EXACT LOCATION OF EXISTING UNDERGROUND CONDUITS 
RUNNING TO HOUSING UNIT 'O'."

GENERAL CHANGES – ALL CONTRACTS
         Item 1 -   See Above. 


