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PROJECT GOALS

ISSUES RELATED TO ACCESSIBILITY
1.	 Doors must provide proper clearance for approach and operation.

DESCRIPTION
Women's Restroom 188A is proximate to both the secure public entry into the Main 
Capitol and the Information Desk which serves as the starting point for complex tours.  
The restroom appears to have been renovated to provide an anteroom / vestibule 
prior to entering the restroom itself.  While the fixtures in this restroom are generally 
compliant, the door between the anteroom and the restroom does not provide proper 
approach and operating clearance for a visitor using a wheelchair or other mobility 
device per ANSI A117.1.  Additionally, there are minor non-compliant elements, such as 
the absence of a vertical grab bar and the changing table impeding on required clear 
space within the accessible stall.

PROJECT 3f.9  |  MAIN CAPITOL WOMEN'S RESTROOM 188A
EXISTING CONDITIONS

A     Anteroom, from public corridor looking toward restroom door

B     Existing toilet compartments

C     Existing lavatories

D     Anteroom, from restroom door looking toward public corridor

Provide an accessible Women's Restroom in proximity to the Main Capitol 
Rotunda.
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MAIN CAPITOL:  Project 3f.9 - Women's Restroom 188A
SCALE: 1/4" = 1'-0"
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GOALS ACCOMPLISHED

PROJECT PARAMETERS
Work Area:

Order of Magnitude Construction Cost (May 2025):
Enabling or Partner Projects:

DISADVANTAGES
•	 Potential to encounter hazardous materials due to the assumed age of the restroom fixtures and associated piping.

Provide an accessible Women's Restroom in proximity to the Main Capitol 
Rotunda.

CONSTRUCTION CONSIDERATIONS
•	 Construction would temporarily take offline one or two public Women's Restrooms on the first floor of the Main Capitol.  

Signage may need to be provided to direct users to the nearest accessible restroom.

ADVANTAGES
•	 Renovates a restroom in-place rather than seeking an alternative location.

DESIGN DESCRIPTION
This project would renovate the existing public women's restroom adjacent to the Main Capitol Rotunda to provide accessible fixtures.  
The existing restroom contains (3) toilet compartments and (2) lavatories.  The designated-accessible toilet compartment would be 
considered accessible with minor work: installing a vertical grab bar and relocating the changing table.  Neither lavatory is currently 
compliant.  However, the most critical non-compliance relates to the door from the outer vestibule into the restroom, which does 
not comply with guidelines concerning operating force or clear approach.  There is one other accessible women's restroom on this 
floor (Women's Restroom 154).  That restroom is not as convenient to the Rotunda for visitors and particularly for tour groups who 
congregate near the information desk before embarking on a tour.

PROJECT 3f.9  |  MAIN CAPITOL WOMEN'S RESTROOM 188A
OPTION A - RENOVATION IN-PLACE

PROJECT PARAMETERS
200 sf
$176,000
None

SCOPE OF WORK
ARCHITECTURAL SCOPE

•	 Remove all plumbing fixtures, toilet compartments, accessories, and floor and wall finishes.
•	 Provide all new plumbing fixtures (all automatic):

•	 (3) wall mounted toilets, (2) wall mounted lavatories
•	 Provide all new toilet accessories in each room:

•	 (1) set of three ADA grab bars;
•	 (1) coat hook in each stall;
•	 (1) wall mounted soap dispenser;
•	 (2) beveled mirrors, inset in tile surround;
•	 (1) full length mirror, inset in tile surround;
•	 (1) baby changing station;
•	 (1) automatic paper towel dispenser.

•	 Provide full height wall tile on all wet walls; provide half-height wall tile on all other walls inside of the bathroom. New 
finishes to match existing historic finishes including Greek key pattern and coved tile base.

•	 Repaint all remaining GWB/plaster.

MEP SCOPE
•	 Remove ceiling GRDs and light fixtures.
•	 Provide new plumbing fixtures as described in Architectural Scope. Connect fixtures to existing building domestic and 

sanitary system.
•	 Install new GRDs and new light fixtures throughout restrooms.
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MAIN CAPITOL:  Project 3f.9 - Women's Restroom 188A
SCALE: 1/4" = 1'-0"
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1.	 Doors must provide proper 
clearance for approach and 
operation.

PROJECT GOALS

ISSUES RELATED TO ACCESSIBILITY
1.	 Doors must provide proper clearance for approach and operation.

2.	 Designated accessible toilet compartments must meet minimum required 
dimensions.

3.	 Designated accessible lavatories, mirrors, and toilet accessories must meet certain 
mounting standards.

DESCRIPTION
Restroom 409-410 is the only public Women's Restroom on the fourth floor of the Main 
Capitol building and is accessed through a paired door into a House of Representatives 
office suite and then down a corridor.  The series of doors required to access this 
restroom is not consistent in terms of approach and push / pull clearance compliance.  
The corridor contains furniture which partially impedes upon a clear path of travel to 
approach the restroom door.  Once inside the restroom, the designated-accessible toilet 
compartment is not compliant in terms of its size and there are various other minor non-
compliant elements. 

PROJECT 3f.32 |  MAIN CAPITOL WOMEN'S RESTROOM 409-410
EXISTING CONDITIONS

A     Restroom door from vestibule

B     Existing lavatories

C     Women's Restroom door from interior

D     Existing stall interior

Provide an accessible Women's Restroom on the fourth floor House of 
Representatives wing of the Main Capitol.
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MAIN CAPITOL:  Project 3f.32 - Women's Restroom 409-410
SCALE: 1/4" = 1'-0"
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EXISTING CONDITIONS
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GOALS ACCOMPLISHED

PROJECT PARAMETERS
Work Area:

Order of Magnitude Construction Cost (May 2025):
Enabling or Partner Projects:

ADVANTAGES
•	 Renovates a restroom in-place rather than seeking an alternative location.

DESIGN DESCRIPTION
This project would renovate the public women's restroom in the House of Representatives wing of the fourth floor of the Main Capitol.  
The entry to the restroom is through a set of double doors into a House of Representatives office vestibule, then through a corridor and 
into the restroom.  The existing designated-accessible stall is not currently compliant with ADA standards.  The restroom would be 
reconfigured in situ to provide accessible facilities.

DISADVANTAGES
•	 Potential to encounter hazardous materials due to the assumed age of the restroom fixtures and associated piping.

PROJECT 3f.32 |  MAIN CAPITOL WOMEN'S RESTROOM 409-410
OPTION A - RENOVATION IN-PLACE

Provide an accessible Women's Restroom on the fourth floor House of 
Representatives wing of the Main Capitol.

PROJECT PARAMETERS
Approximately 75 sf 
$111,000
None

CONSTRUCTION CONSIDERATIONS
•	 Construction would take offline the women's restroom in this wing of the fourth floor of the Main Capitol. Signage may need 

to be provided to direct users to the nearest alternate restrooms.

SCOPE OF WORK
ARCHITECTURAL SCOPE

•	 Remove all plumbing fixtures, toilet compartments, accessories, and floor and wall finishes. Remove furniture from 
corridor.

•	 Provide all new plumbing fixtures (all automatic):
•	 (2) wall mounted toilets, (2) wall mounted lavatories

•	 Provide all new toilet accessories in each room:
•	 (1) set of three ADA grab bars;
•	 (1) coat hook in each stall;
•	 (2) wall mounted soap dispensers;
•	 (2) beveled mirrors, inset in tile surround;
•	 (1) full length mirror, inset in tile surround;
•	 (1) baby changing station;
•	 (1) automatic paper towel dispenser.

•	 Provide full height wall tile on all wet walls; provide half-height wall tile on all other walls inside of the bathroom. New 
finishes to match existing historic finishes including Greek key pattern and coved tile base. 

•	 Repaint all remaining GWB/plaster.
•	 Provide (1) new sign directing users to this restroom location.

MEP SCOPE
•	 Remove ceiling GRDs and light fixtures.
•	 Provide new plumbing fixtures as described in Architectural Scope. Connect fixtures to existing building domestic and 

sanitary system.
•	 Install new GRDs and new light fixtures throughout restrooms.
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MAIN CAPITOL:  Project 3f.32 - Women's Restroom 409-410
SCALE: 1/4" = 1'-0"
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PROJECT 3f.32 |  MAIN CAPITOL WOMEN'S RESTROOM 409-410
OPTION A - RENOVATION IN-PLACE
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PROJECT GOALS

DESCRIPTION
Restroom 429A is one of two public Men's Restrooms on the fourth floor of the Main 
Capitol building and is accessed through a paired door into a House of Representatives 
office suite.  The restroom contains an outer room and a second room; the first 
contains one lavatory, which is generally compliant, and a urinal.  Access to two toilet 
compartments is through another door.  Neither of those toilet compartments is 
accessible, and there is not proper door approach or turning radius between the door 
and the toilet compartments.

PROJECT 3f.33 |  MAIN CAPITOL MEN'S RESTROOM 429A
EXISTING CONDITIONS

A     Existing restroom

ISSUES RELATED TO ACCESSIBILITY
1.	 Accessible facilities must provide clear turning space.

2.	 Designated accessible toilet compartments must meet minimum required 
dimensions.

3.	 Designated accessible lavatories, mirrors, and toilet accessories must meet certain 
mounting standards.

Provide an accessible Men's Restroom on the fourth floor House of 
Representatives wing of the Main Capitol.
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MAIN CAPITOL:  Project 3f.33 - Men's Restroom 429A
SCALE: 1/4" = 1'-0"
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EXISTING CONDITIONS
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GOALS ACCOMPLISHED

PROJECT PARAMETERS
Work Area:

Order of Magnitude Construction Cost (May 2025):
Enabling or Partner Projects:

ADVANTAGES
•	 No change to existing fixture count.

DESIGN DESCRIPTION
This project would renovate the public men's restroom in the House of Representatives wing of the fourth floor of the Main Capitol.  The 
entry to the restroom is through a set of double doors into a House of Representatives vestibule.  The existing designated-accessible stall 
is not currently compliant with ADA standards.  The restroom would be reconfigured in situ to provide accessible facilities.

DISADVANTAGES
•	 Potential to encounter hazardous materials due to the assumed age of the restroom fixtures and associated piping.

PROJECT 3f.33 |  MAIN CAPITOL MEN'S RESTROOM 429A
OPTION A - RENOVATION IN-PLACE

Provide an accessible Men's Restroom on the fourth floor House of 
Representatives wing of the Main Capitol.

PROJECT PARAMETERS
Approximately 150 sf 
$135,000
None

CONSTRUCTION CONSIDERATIONS
•	 Construction would take offline the men's restroom in this wing of the fourth floor of the Main Capitol. Signage may need to 

be provided to direct users to the nearest alternate restrooms.

SCOPE OF WORK
ARCHITECTURAL SCOPE

•	 Remove all plumbing fixtures, toilet compartments, accessories, and floor and wall finishes. Remove furniture from 
corridor.

•	 Provide all new plumbing fixtures (all automatic):
•	 (1) wall mounted toilet; (2) wall mounted urinals; (2) wall mounted lavatories

•	 Provide all new toilet accessories in each room:
•	 (1) set of three ADA grab bars;
•	 (1) coat hook in stall;
•	 (1) wall mounted soap dispensers;
•	 (2) beveled mirrors, inset in tile surround;
•	 (1) full length mirror, inset in tile surround;
•	 (1) baby changing station;
•	 (1) automatic paper towel dispenser.

•	 Provide full height wall tile on all wet walls; provide half-height wall tile on all other walls inside of the bathroom. New 
finishes to match existing historic finishes including Greek key pattern and coved tile base.

•	 Repaint all remaining GWB/plaster.
•	 Provide (1) new sign directing users to this restroom location.

MEP SCOPE
•	 Remove ceiling GRDs and light fixtures.
•	 Provide new plumbing fixtures as described in Architectural Scope. Connect fixtures to existing building domestic and 

sanitary system.
•	 Install new GRDs and new light fixtures throughout restrooms.
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MAIN CAPITOL:  Project 3f.33 - Men's Restroom 429A
SCALE: 1/4" = 1'-0"
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PROJECT 3f.33 |  MAIN CAPITOL MEN'S RESTROOM 429A
OPTION A - RENOVATION IN-PLACE
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PROJECT 3i | FLOORING AND THRESHOLDS
EXISTING CONDITIONS AND ACCESSIBILITY STANDARDS

EXCERPTS FROM ANSI A117.1-2017

FIGURE 302.2
CARPET ON FLOOR SURFACES

FIGURE 302.3
OPENINGS IN FLOOR SURFACES

FIGURE 303.2
VERTICAL CHANGE IN LEVEL

FIGURE 303.3
BEVELED CHANGE IN LEVEL

ISSUES RELATED TO ACCESSIBILITY
1.	 Flooring surfaces have been reported as noisy and uncomfortable for those using strollers, canes, wheelchairs, walkers, etc.

2.	 Compliant thresholds are not provided in some locations.

Provide code-compliant thresholds throughout the complex

PROJECT GOALS

DESCRIPTION
Flooring types and transitions vary between each of the Capitol Complex buildings. With some exceptions, the floor surfaces generally 
comply throughout. Transitions between floor materials and door thresholds do not comply in several instances, however, and are 
indicated in this section.

One of the significant character-defining features at the interior of the Main Capitol is the Moravian Tile floor in and around the 
rotunda. The existing floor complies with accessibility standards but is noisy for building occupants and has been reported by users as 
uncomfortable for those with strollers, canes, wheelchairs, walkers, etc. Due to its compliance with standards and the historic nature 
of this floor in the Main Capitol, no options to address it are presented herein. Similarly, the tile floor in the public corridors of the East 
Wing is compliant but has been similarly reported as noisy and uncomfortable. Since this tile is a later addition and is not historic in its 
own right, options to address the East Wing floor tile are presented in this report.

ACCESSIBILITY STANDARDS
The flooring and thresholds throughout the study area were assessed for compliance with IBC 2018 (IBC), ANSI 117.1-2017 (ANSI), and 
ADA Accessibility Standards (ADA). The following are the standards for each category:

•	Floor surfaces: Floor surfaces shall be stable, firm, and slip resistant, and shall comply with Section 302 (ANSI). Changes in level in 
floor surfaces shall comply with Section 303 (ANSI). 

•	Carpet: Carpet and carpet tile must be securely attached and the pile shall be 1/2 inch maximum in height. Exposed edges of carpet 
shall be fastened to the floor and shall have trim along the entire length of the exposed edge. Carpet edge trip shall comply with 
Section 303 (ANSI 302.2).

•	Openings: Openings in floor surfaces shall be of a size that does not permit the passage of a 1/2-inch diameter sphere, except 
as allowed in Sections 407.4.3, 408.4.3, 409.4.3, 410.4 and 805.10 (ANSI). Elongated openings shall be placed so that the long 
dimension is perpendicular to the predominant direction of travel (ANSI 302.3).

•	Changes in Level/Thresholds: If provided, thresholds at doorways shall be 1/2 inch maximum in height for new construction.  Raised 
thresholds and floor level changes greater than 1/4 inch at doorways shall be beveled with a slope not greater than 1:2 (IBC 1010.1.7 
and ADA 404.2.5). Existing or altered thresholds are permitted to be 3/4 inch maximum in height if they have a beveled edge on 
each side with a slope not steeper than 1:2 (ADA 404.2.5). Raised thresholds and changes in level at doorways shall comply with 
Sections 302 and 303 (ANSI). Note that changes in level greater than the maximum permitted by ANSI Section 303 shall be by a 
ramp complying with Section 405 or by a curb ramp complying with Section 406 (ANSI).

Thresholds throughout the complex were assessed from the public corridor. This means that many doors were only assessed from one 
side of a closed door. Some may not comply on the interior side of a threshold examined in this section. The interiors of offices and other 
private spaces are outside the scope of this study.

Provide a quieter and more comfortable floor surface in the public corridors in the East Wing floor tile A - Non-compliant threshold at Main Capitol Level 1 B - Non-compliant threshold at Main Capitol Level 2
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PROJECT 3i | FLOORING AND THRESHOLDS
EXISTING CONDITIONS 
LOWER LEVEL

Note: Thresholds were assessed 
from the public corridor, meaning 
many could only be surveyed from 
one side of a closed door. 

C
North Office Building

B
East Wing

C
North Office Building

B
East Wing

D
Irvis Office Building

D
Irvis Office Building

B
East Wing

B
East Wing

B
East Wing

A
Main Capitol

A
Main Capitol

B
East Wing

E
Ryan Building

E
Ryan Building

Historic Moravian Tile Floor - Main Capitol
Existing areas with tile floors (no changes)

Replica Moravian Tile Floor - East Wing
Existing areas with tile floors

Non-compliant Threshold
Door threshold does not comply with accessible standards 
Room number indicated

##
Total this level: 0

Note: The floors and thresholds 
throughout the Capitol Complex 
were assessed but potential 
projects to address these areas 
are not included in the Phase 
2 scope at this time. Those not 
included may be addressed in 
the future within other project 
phases.




